SAWCUT EXISTING PAVING WHERE
TRENCH PASSES THROUGH EXISTING
PAVING. CLEAR AND GRUB WHERE
TRENCH PASSES THROUGH LANDSCAPING

WHERE TRENCH PASSES THROUGH EXISTING
PAVING REPLACE AND REPAIR PAVING.
WHERE TRENCH PASSES THROUGH EXISTING
LANDSCAPE, ALL PLANTING AND SURFACING
SHALL BE REPLACED AND REPAIRED.

FINISHED GRADE IN LANDSCAPE AREA.
FINISHED SURFACE IN PAVED AREA.

1. CITY STANDARD SPECIFICATIONS, APPROVED 4-9-85,
AMENDED JANUARY 1995, RESOLUTION NO. 6316, 6317.

OTHER AGREEMENT WITH THE CITY.
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TRENCH BACKFILL:

UNDER PAVING, SHALL MEET CITY STANDARD
SPECIFICATION. IN LANDSCAPING, NATIVE
MATERIAL SHALL BE USED TO THE
DIMENSIONS INDICATED IN THIS DETAIL

CONTINUOUS WARNING TAPE FOR
ELECTRICAL LINE AT TRANSITION FROM
NATIVE BACKFILL TO TRENCH BACKEFILL

TRENCH BACKFILL - PER CITY OF FREMONT
STANDARD SPECIFICATIONS, SECTION 11A
AND 11B

CONDUIT FOR PARK LIGHTING, PLUGS, OR
OTHER SITE ELEMENTS THAT REQUIRE
ELECTRICAL SERVICE

UNDISTURBED NATIVE MATERIAL

2. ALL ELECTRICAL WORK SHALL CONFORM TO THE UBC, CBC,
CEC, AND ALL LOCAL CODES AND ORDINANCES.

3. THE CONTRACTOR, OR DEVELOPER, SHALL BE RESPONSIBLE 0 2" 4" 8" 16"
FOR ALL NECESSARY PERMITS AND LICENSES, UNLESS ™ ey S—
NOTED OTHERWISE IN THE PLANS, SPECIFICATIONS, OR
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